1.) ALL "G" BORINGS EXCEPT G—16 AND G—18 WILL REQUIRE

PULLING OF 4" DIA. PVC CASING AND THEN GROUTING FROM
CASING DEPTH TO SURFACE.

2.) BORING LOCATION AND PRIMARY AND SECONDARY GROUT
INJECTION POINTS IN GROUT PATTERN TO BE GROUTED FROM
A DEPTH OF 30 FEET BELOW GROUND SURFACE.

1.) BASE MAP EXISTING CONDITIONS AND BORING LOCATIONS
TAKEN FROM SURVEY CADD FILE PREPARED BY GULFWEST

SURVEYING,

INC. TITLED "TOPOGRAPHIC SURVEY FOR GOLDER

ASSOCIATES INC.”, PROJECT No. 09023, FIELD DATE

03/10/09, DATED 03/16/09. HORIZONTAL AND VERTICAL
DATUM SHOWN IS PLANT SPECIFIC.
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