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NOTE:  COMBUSTION TURBINE FUEL Natural Gas KISSIMMEE UTILITY AUTHORITY Project Drawing Rev
1. FLOWS ARE IN 1000 GALLONS PER Day (gpd) GROSS UNIT 4 OUTPUT (MW) 327.4 DEMINERALIZER EFFICIENCY 90% CANE ISLAND POWER PARK 147651 WMB-1 0
2. FLOWS DO NOT INCLUDE UNITS 1-3 UNIT 4 TURBINE CONFIGURATION 1 x 1 CYCLE MAKEUP RATE 2.00% UNIT 4 WATER MASS BALANCE

AMBIENT TEMP (ºF) 73 LOAD FACTOR 100%   Eng: KRW   Dwg: KRW ATTACHMENT B-1
DUCT FIRING UNIT 4 On CYCLES OF CONCENTRATION 3.5   Check:      Date:  73 ºF AMBIENT, FIRED, 100% LOAD, Gas
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