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1. FLOWS ARE IN 1000 GALLONS PER Day (gpd) GROSS UNIT 4 OUTPUT (MW) 3214 DEMINERALIZER EFFICIENCY 90% . CANE ISLAND POWER PARK 147651 WMB-3 0
2. FLOWS INCLUDE UNITS 1-3 FLOWS FROM FIG UNIT 4 TURBINE CONFIGURATION ix1 CYCLE MAKEUP RATE 2.00% BLACK & VEATCH..- UNITS 1- 4 WATER MASS BALANCE
3.5-4 IN THE UNIT 3 SITE CERT APPLICATION AMBIENT TEMP (°F) 73 LOAD FACTOR 100% Eng.__KRW | Dwg. __KRW UNIT 4 AT 73 °F AMBIENT, FIRED, 100% LOAD, Gac ATTACHMENT B-3
EXCEPT CLG TWR CYCLES ADJUSTED TO 3.5 DUCT FIRING UNIT 4 On CYCLES OF CONCENTRATION 35 Check. [ Date: 271372007 UNITS 1,2, & 3OIL FRED




